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Install Instructions
1.	 Mark mounting location and use a hole saw to drill a 

mounting hole. Make sure to use the correct hole saw for 
your size light assembly, as shown below:

•	 For 3” Diameter assemblies, use a 2.5” mounting hole

•	 For 4” Diameter assemblies, use a 3.5” mounting hole

•	 For 6” Diameter assemblies, use a 5.25” mounting hole

2.	 Connect wires using a recommended wire splicing method 
and following the wiring guide on this page. 

3.	 Remove the backer on the adhesive ring, fold back the 
retaining spring clips, and insert the product into the 
mounting hole.

Wiring Guide

Aurora Light
Install Instructions

Parts/Tools Needed For Your Safety:

•	 Drill/Driver

•	 Hole Saw

•	 For 3” Diameter assemblies, use a 2.5” hole saw

•	 For 4” Diameter assemblies, use a 3.5” hole saw

•	 For 6” Diameter assemblies, use a 5.25” hole saw

•	 Disconnect power source before starting electrical work

•	 Read all safety notes as presented in the Vista Standard 
Safety Sheet (013099) before installing the product

•	 Verify that the power supply complies to the voltage limits as 
shown in the PSG
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